Data At Every Point

OWNER/OPERATOR
Americas Styrenics
ADDRESS

305 North Crenshaw Boulevard, Torrance CA 90503

FACILITY

Torrance Plant
PHONE NUMBER
(424) 488-3735

40 CFR Part 60, Subpart BB, SCAQMD Rule 1173
2020/Q4 (From 10/01/2020 To 12/31/2020)

CONTACT REPORT DATE

Chuong Nhan 12/31/2020

TAG NO. PART SIZE BKGD PPM DATE TIME INSP |AREA SUBAREA LOCATION STREAM L/G | CAT | (b)(b) | MACT | IA us

9584.00 Valve 4.00 |0.6 39 12/09/2020 08:07:30AM NP Train 4 Level 2 T - 469 (Tars Tank) Top side inlet SW Hazardous LL V0L |Y Y
Waste

9585.00 Manway 24.00 (0.6 38 12/09/2020 08:07:49AM NP Train 4 Level 2 T - 469 (Tars Tank) Middle N Hazardous LL (0] Y Y
Waste

9586.00 Valve 4.00 |06 39 12/09/2020 08:08:13AM NP Train 4 Level 2 T - 469 (Tars Tank) Bottom SW Hazardous LL VL |Y Y
Waste

9586.01 Valve 100 |06 39 12/09/2020 08:08:26AM NP Train 4 Level 2 T - 469 (Tars Tank) Bottom off SW Hazardous LL V0L |Y Y
Waste

9586.02 Street L 100 |06 39 12/09/2020 08:09:04AM NP Train 4 Level 2 T - 469 (Tars Tank) Bottom off SW Hazardous LL F Y Y
Waste

9586.03 Tube Fitting 0.75 |0.6 35 12/09/2020 08:09:26AM NP Train 4 Level 2 T - 469 (Tars Tank) Bottom off SW Hazardous LL F Y Y
Waste

9587.00 Valve 200 |06 36 12/09/2020 08:10:18AM NP Train 4 Level 2 T - 469 (Tars Tank) Bottom center SW Hazardous LL V0L |Y Y
Waste

9587.01 Sensor 3.00 ]0.6 3.6 12/09/2020 08:10:47AM NP Train 4 Level 2 T - 469 (Tars Tank) Bottom center SW Hazardous LL (6] Y Y
Waste

9588.00 Valve 200 |06 36 12/09/2020 08:11:29AM NP Train 4 Level 2 T - 469 (Tars Tank) Bottom center NW Hazardous LL V0L |Y Y
Waste

9588.01 Sensor 3.00 ]0.6 3.6 12/09/2020 08:11:44AM NP Train 4 Level 2 T - 469 (Tars Tank) Bottom center NW Hazardous LL (6] Y Y
Waste

9589.00 Blind Flange 200 |06 38 12/09/2020 08:12:06AM NP Train 4 Level 2 T - 469 (Tars Tank) Bottom center E Hazardous LL F Y Y
Waste

9589.01 Thermowell 200 |06 38 12/09/2020 08:12:51AM NP Train 4 Level 2 T - 469 (Tars Tank) Bottom center SE Hazardous LL (0] Y Y
Waste

9590.00 Pump 10.00 (1.1 2.1 12/08/2020 12:02:33PM oP Train 4 Level 2 MP - 423 (Tars Pump) Ground level center Hazardous LL P Y Y
Waste

9591.00 Valve - Control [2.00 |11 2.1 12/08/2020 12:02:54PM OP Train 4 Level 2 MP - 423 (Tars Pump) Above suction (DO-302) centellHazardous LL VL |Y Y
Waste

9592.00 Flange 2.00 (11 2.1 12/08/2020 12:03:20PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Ground level discharge S Hazardous LL F Y Y
Waste

9592.01 Valve 100 |11 2.2 12/08/2020 12:03:36PM oP Train 4 Level 2 MP - 423 (Tars Pump) Ground level discharge SE Hazardous LL VL |Y Y
Waste

9592.02 Valve 2.00 |11 2.2 12/08/2020 12:03:53PM oP Train 4 Level 2 MP - 423 (Tars Pump) Ground level discharge S Hazardous LL V0L |Y Y
Waste

9592.03 Valve 075 |11 2.1 12/08/2020 12:04:13PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LLvL |Y Y
Waste
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TAG NO. PART SIZE BKGD PPM DATE TIME INSP |AREA SUBAREA LOCATION STREAM L/G | CAT | (b)(b) | MACT | IA us

9592.04 Plug 0.50 (1.1 2.1 12/08/2020 12:04:27PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LL F Y Y
Waste

9592.05 Valve 0.50 (1.1 2.1 12/08/2020 12:04:47PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LLvL Y Y
Waste

9592.06 Plug 0.5 11 2.1 12/08/2020 12:05:07PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LL F Y Y
Waste

9592.07 Tee 0.5 11 2.1 12/08/2020 12:05:40PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LL F Y Y
Waste

9592.08 Plug 0.5 11 2.1 12/08/2020 12:05:57PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LL F Y Y
Waste

9592.09 Tee 0.5 11 2.1 12/08/2020 12:06:26PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge SE  |Hazardous LL F Y Y
Waste

9592.10 Gauge 0.5 11 2.1 12/08/2020 12:06:44PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge SE  |Hazardous LL o |y Y
Waste

9592.11 Street L 0.50 (1.1 2.1 12/08/2020 12:07:03PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge SE  |Hazardous LL F Y Y
Waste

9592.12 Tube Fitting 0.50 (1.1 2.2 12/08/2020 12:07:20PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge SE  |Hazardous LL F Y Y
Waste

9592.13 Valve 2.00 (|11 2.2 12/08/2020 12:07:50PM oP Train 4 Level 2 MP - 423 (Tars Pump) Ground level discharge SE Hazardous LL V0L |Y Y
Waste

9593.00 Valve 075 |11 2.2 12/08/2020 12:08:06PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LLvL |Y Y
Waste

9593.01 Plug 0.50 (1.1 2 12/08/2020 12:08:22PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LL F Y Y
Waste

9593.02 Valve 0.50 (1.1 2 12/08/2020 12:08:51PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LLvL Y Y
Waste

9593.03 Plug 0.50 (1.1 2.1 12/08/2020 12:09:06PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LL F Y Y
Waste

9593.04 Sensor 0.50 (1.1 2.1 12/08/2020 12:09:26PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LL o |y Y
Waste

9593.05 Valve 100 |11 2 12/08/2020 12:09:47PM oP Train 4 Level 2 MP - 423 (Tars Pump) Ground level discharge SW Hazardous LL V0L |Y Y
Waste

9593.06 Valve - Control {150 |11 2.1 12/08/2020 12:10:12PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge S Hazardous LL VL |Y Y
Waste

9593.07 Flange 150 |11 2.1 12/08/2020 12:10:30PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge SE  |Hazardous LL F Y Y
Waste

9594.00 Meter 100 (11 2.1 12/08/2020 12:10:48PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge SE  |Hazardous LL o |y Y
Waste

9594.01 Valve 0.50 (1.1 2 12/08/2020 12:11:19PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge SE  |Hazardous LL VL |Y Y
Waste

9594.02 Plug 0.50 (1.1 2 12/08/2020 12:11:33PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge SE  |Hazardous LL F Y Y
Waste

9594.03 Valve 0.50 |11 2 12/08/2020 12:11:49PM oP Train 4 Level 2 MP - 423 (Tars Pump) Ground level discharge SE Hazardous LL V0L |Y Y
Waste

9594.04 Plug 0.50 (1.1 2 12/08/2020 12:12:05PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Ground level discharge SE Hazardous LL F Y Y
Waste
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9594.05 Valve 150 |11 2.1 12/08/2020 12:12:36PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge SE  |Hazardous LLvL Y Y
Waste

9594.06 Valve 100 |11 2 12/08/2020 12:12:58PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge SE  |Hazardous LLvL Y Y
Waste

9594.07 Valve 150 |11 2.1 12/08/2020 12:13:21PM OP  [Train 4 Level 2 MP - 423 (Tars Pump) Above ground discharge SE  |Hazardous LLvL Y Y
Waste

9686.00 Valve 3.00 |11 55 12/09/2020 12:30:39PM NP Train 4 Level 3 T - 469 (Tars Tank) Top SW Hazardous G VL |Y Y
Waste

9686.01 Valve 0.75 |11 5.6 12/09/2020 12:31:.07PM NP Train 4 Level 3 T - 469 (Tars Tank) Above SW Hazardous G VL |Y Y
Waste

9686.02 Plug 0.75 |11 5.6 12/09/2020 12:31:24PM NP Train 4 Level 3 T - 469 (Tars Tank) Above SW Hazardous G F Y Y
Waste

9686.03 Sensor 3.00 |11 54 12/09/2020 12:31:47PM NP Train 4 Level 3 T - 469 (Tars Tank) Above SW Hazardous G (0] Y Y
Waste

9686.04 Valve 3.00 |11 5.6 12/09/2020 12:32:18PM NP Train 4 Level 3 T - 469 (Tars Tank) Top NW Hazardous G V0L |Y Y
Waste

9686.05 Valve 0.75 |11 5.6 12/09/2020 12:33:06PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NW Hazardous G VL |Y Y
Waste

9686.06 Plug 0.75 |11 5.6 12/09/2020 12:33:21PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NW Hazardous G F Y Y
Waste

9686.07 Sensor 3.00 |11 5.6 12/09/2020 12:33:42PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NW Hazardous G (0] Y Y
Waste

9687.00 Valve 2.00 |11 5.9 12/09/2020 12:33:57PM NP Train 4 Level 3 T - 469 (Tars Tank) Top NE Hazardous G V0L |Y Y
Waste

9687.01 Valve 2.00 (|11 5.9 12/09/2020 12:34:28PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NE Hazardous G V0L |Y Y
Waste

9687.02 Valve 100 |11 58 12/09/2020 12:34:46PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NE Hazardous G V0L |Y Y
Waste

9687.03 Valve 100 |11 55 12/09/2020 12:35:21PM NP Train 4 Level 3 T - 469 (Tars Tank) Above N Hazardous G V0L |Y Y
Waste

9687.04 Flange 100 |11 5.9 12/09/2020 12:35:35PM NP Train 4 Level 3 T - 469 (Tars Tank) Above E Hazardous G F Y Y
Waste

9687.05 Flange 6.00 |11 59 12/09/2020 12:36:04PM NP Train 4 Level 3 T - 469 (Tars Tank) Top E Hazardous G F Y Y
Waste

9687.06 Flange 100 |11 59 12/09/2020 12:36:22PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NE Hazardous G F Y Y
Waste

9687.07 Valve 0.50 |11 6.2 12/09/2020 12:36:39PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NE Hazardous G V0L |Y Y
Waste

9687.08 Reducer 0.50 |11 6.2 12/09/2020 12:37:08PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NE Hazardous G F Y Y
Waste

9687.09 Plug 038 |11 6.1 12/09/2020 12:37:23PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NE Hazardous G F Y Y
Waste

9687.10 Reducer 0.50 |11 6.3 12/09/2020 12:37:48PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NE Hazardous G F Y Y
Waste

9687.11 Plug 038 |11 6.4 12/09/2020 12:38:12PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NE Hazardous G F Y Y
Waste

PREPARED BY MONTROSE AIR QUALITY SERVICES, LLC

Page 3 of 19



Data At Every Point

TAG NO. PART SIZE BKGD PPM DATE TIME INSP |AREA SUBAREA LOCATION STREAM L/G | CAT | (b)(b) | MACT | IA us

9687.12 Plug 0.50 (11 6.7 12/09/2020 12:38:30PM NP Train 4 Level 3 T - 469 (Tars Tank) Above NE Hazardous G F Y Y
Waste

9687.13 PRD - C 2.00 (|11 6.7 12/09/2020 12:38:55PM NP Train 4 Level 3 T - 469 (Tars Tank) Above E Hazardous G F Y Y
Waste

9688.00 Manway 12.00 (1.4 36 12/09/2020 10:02:25AM NP Train 4 Level 3 H - 469 (Partial Condenser 469) Bottom W Hazardous LL (@] Y Y
Waste

9689.00 Valve 400 (14 3.7 12/09/2020 10:02:52AM NP Train 4 Level 3 H - 469 (Partial Condenser 469) Bottom outlet center Hazardous LL VL |Y Y
Waste

9689.01 Flange 100 (14 34 12/09/2020 10:03:26AM NP Train 4 Level 3 H - 469 (Partial Condenser 469) Below outlet SE Hazardous LL F Y Y
Waste

9689.02 Valve 100 (14 73 12/09/2020 10:03:49AM NP Train 4 Level 3 H - 469 (Partial Condenser 469) Below outlet SW Hazardous LL V0L |Y Y
Waste

9716.00 Flange 30.00 |11 5.6 12/09/2020 01:06:50PM NP Train 4 Level 4 H - 469 (Partial Condenser) Middle inlet E Hazardous G F Y Y
Waste

9716.01 Valve 2.00 (|11 54 12/09/2020 01:07:42PM NP Train 4 Level 4 H - 469 (Partial Condenser) Middle off inlet NE Hazardous G V0L |Y Y
Waste

9762.00 Tube Fitting 0.50 (1.3 5 12/07/2020 10:16:24AM NP Train 4 Level 1 P - 411W (Recycle Return Pump) Above ground tars tank samplg Hazardous LL F Y Y
Waste

9762.01 Valve 0.50 (1.3 49 12/07/2020 10:16:40AM NP Train 4 Level 1 P - 411W (Recycle Return Pump) Above ground tars tank samplg Hazardous LLvL |Y Y
Waste

9762.02 Quick Connect  {0.50 [1.3 49 12/07/2020 10:17:00AM NP Train 4 Level 1 P - 41W (Recycle Return Pump) Above ground tars tank samplg Hazardous LL o |y Y
Waste

9876.00 Pump 500 |31 7.2 12/17/2020 09:00:34AM OoP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground Center Hazardous LL P Y Y
Waste

9876.01 Flange 100 (31 4.4 12/17/2020 09:00:56AM OoP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (suction line) N |Hazardous LL F Y Y
Waste

9876.02 Flange 100 (31 4.8 12/17/2020 09:01:12AM OoP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9877.00 Flange 100 (31 43 12/17/2020 09:01:39AM OoP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (suction line) SE|Hazardous LL F Y Y
Waste

9877.01 Y-Strainer 100 |31 43 12/17/2020 09:01:57AM oP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (suction line) SE|Hazardous LL (0] Y Y
Waste

9877.02 Valve - Gate 0.50 |31 43 12/17/2020 09:02:18AM oP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (suction line) SE|Hazardous LL V0L |Y Y
Waste

9877.03 Plug 050 (31 4.5 12/17/2020 09:02:31AM OoP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (suction line) SE|Hazardous LL F Y Y
Waste

9877.04 Valve - Gate 100 |31 46 12/17/2020 09:02:47AM oP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (suction line) SE|Hazardous LL V0L |Y Y
Waste

9878.00 Valve - Needle |0.50 (3.1 4.2 12/17/2020 09:03:04AM OoP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL VL |Y Y
Waste

9878.01 Reducer 0.50 (31 4.2 12/17/2020 09:03:15AM OoP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9878.02 Sensor 0.50 (31 4.4 12/17/2020 09:03:27AM OP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL o |y Y
Waste

9878.03 Valve - Needle |0.50 (3.1 4.2 12/17/2020 09:04:08AM OP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LLvL |Y Y
Waste
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9878.04 Cap 025 (31 42 12/17/2020 09:04:24AM OopP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9878.05 45 Degree 0.50 (31 42 12/17/2020 09:04:36AM OopP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9878.06 45 Degree 0.50 (31 42 12/17/2020 09:04:48AM OopP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9878.07 Gauge 0.50 (3.1 43 12/17/2020 09:04:59AM OopP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL o |y Y
Waste

9879.00 Valve - Check 100 (31 43 12/17/2020 09:05:25AM OopP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL o |y Y
Waste

9879.01 Valve - Gate 100 |31 43 12/17/2020 09:05:43AM oP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Overhead (Discharge line) S [Hazardous LL V0L |Y Y
Waste

9880.00 Pump 500 |31 43 12/17/2020 09:07:06AM OopP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground C Hazardous LL P Y Y
Waste

9880.01 Flange 100 (31 4.2 12/17/2020 09:07:31AM OoP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (suction line) N |Hazardous LL F Y Y
Waste

9880.02 Flange 100 (31 4.2 12/17/2020 09:07:44AM OopP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (discharge line) |Hazardous LL F Y Y
Waste

9881.00 Flange 100 (31 4.1 12/17/2020 09:08:09AM OoP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (suction line) Nf Hazardous LL F Y Y
Waste

9881.01 Y-Strainer 100 |31 4.1 12/17/2020 09:08:21AM oP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (suction line) Nf Hazardous LL (0] Y Y
Waste

9881.02 Valve - Gate 0.50 |31 41 12/17/2020 09:08:36AM oP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (suction line) Nf Hazardous LL V0L |Y Y
Waste

9881.03 Plug 0.50 (31 4.1 12/17/2020 09:08:50AM OoP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (suction line) Nf Hazardous LL F Y Y
Waste

9881.04 Valve - Gate 100 |31 4.2 12/17/2020 09:09:04AM oP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (suction line) Nf Hazardous LL V0L |Y Y
Waste

9882.00 Valve - Needle |0.50 (3.1 4.2 12/17/2020 09:09:43AM OoP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LLvL Y Y
Waste

9882.01 Reducer 0.50 (31 4.2 12/17/2020 09:09:55AM OoP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9882.02 Sensor 025 (31 4.2 12/17/2020 09:10:05AM OoP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL o |y Y
Waste

9882.03 Valve - Needle 0.50 (3.1 43 12/17/2020 09:10:18AM OoP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL VL |Y Y
Waste

9882.04 Tube Fitting 025 (31 43 12/17/2020 09:10:30AM OoP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9882.05 Plug 025 (31 43 12/17/2020 09:10:45AM OoP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9882.06 45 Degree 0.50 (31 43 12/17/2020 09:11:02AM OoP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9882.07 45 Degree 0.50 (31 4.4 12/17/2020 09:11:15AM OP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9882.08 Thermo Couple 0.50 (3.1 43 12/17/2020 09:11:27AM OP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Overhead (Discharge line) S [Hazardous LL F Y Y
Waste
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9882.09 Gauge 0.50 (31 42 12/17/2020 09:11:44AM OopP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Overhead (Discharge line) S [Hazardous LL o |y Y
Waste

9883.00 Valve - Check 100 (31 43 12/17/2020 09:12:00AM OopP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LL o |y Y
Waste

9883.01 Valve - Gate 100 |31 4.2 12/17/2020 09:12:17AM OoP Hazardous Waste P - 307S (Spent Recycle Rec. Pump) overhead (Discharge line) S Hazardous LL VL |Y Y
Waste

9884.00 Valve - Control  |1.00 (3.1 43 12/17/2020 09:06:20AM OopP Hazardous Waste P - 307N (Spent Recycle Rec. Pump) Above ground (Discharge line)|Hazardous LLvL Y Y
Waste

9885.00 Pump 10.00 (3.2 4 12/17/2020 09:23:14AM OopP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground C Hazardous LL P Y Y
Waste

9885.01 Flange 200 |32 4 12/17/2020 09:23:29AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (suction line) W|Hazardous LL F Y Y
Waste

9885.02 Flange 200 |32 39 12/17/2020 09:23:48AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9886.00 Flange 100 |32 4 12/17/2020 09:24.01AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Ground level (suction line) W [Hazardous LL F Y Y
Waste

9886.01 Valve - Ball 100 (3.2 43 12/17/2020 09:24:18AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Ground level (suction line) W [Hazardous LL VL |Y Y
Waste

9886.02 Valve - Ball 3.00 |32 4 12/17/2020 09:24:38AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (suction line) W|Hazardous LL V0L |Y Y
Waste

9886.03 Valve - Control [3.00 |3.2 39 12/17/2020 09:24:56AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (suction line) W|Hazardous LL V0L |Y Y
Waste

9887.00 Valve - Ball 3.00 |32 39 12/17/2020 09:25:177AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (suction line) (N|Hazardous LL V0L |Y Y
Waste

9887.01 Valve - Ball 0.50 (3.2 39 12/17/2020 09:25:31AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Ground level (suction line) (No|Hazardous LL V0L |Y Y
Waste

9887.02 Plug 0.50 (3.2 39 12/17/2020 09:25:48AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Ground level (suction line) (No|Hazardous LL F Y Y
Waste

9887.03 Flange 3.00 |32 4 12/17/2020 09:26:06AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (suction line) (N|Hazardous LL F Y Y
Waste

9887.04 Sensor 0.50 (3.2 4 12/17/2020 09:26:20AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (suction line) (N|Hazardous LL (0] Y Y
Waste

9887.05 Valve - Bleed 025 |32 4 12/17/2020 09:26:37AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (suction line) (N|Hazardous LL V0L |Y Y
Waste

9888.00 Valve - Ball 3.00 |32 39 12/17/2020 09:27:00AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (suction line) (sqHazardous LL V0L |Y Y
Waste

9888.01 Valve - Ball 0.50 (3.2 4 12/17/2020 09:27:15AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Ground level (suction line) (sof{Hazardous LL V0L |Y Y
Waste

9888.02 Plug 0.50 (3.2 39 12/17/2020 09:27:31AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Ground level (suction line) (sof{Hazardous LL F Y Y
Waste

9888.03 Sensor 0.50 (3.2 39 12/17/2020 09:27:46AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (suction line) (s|Hazardous LL (0] Y Y
Waste

9888.04 Valve - Bleed 025 |32 39 12/17/2020 09:28:10AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (suction line) (s|Hazardous LL V0L |Y Y
Waste

9889.00 Valve - Ball 200 |32 38 12/17/2020 09:28:35AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above (Discharge line) C Hazardous LL V0L |Y Y
Waste
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9889.01 Valve - Ball 0.50 (3.2 4.1 12/17/2020 09:29:02AM OoP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL VL |Y Y
Waste

9889.02 Tee 0.50 (3.2 39 12/17/2020 09:29:16AM OoP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9889.03 Gauge 0.50 (3.2 39 12/17/2020 09:29:31AM OoP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL (@] Y Y
Waste

9889.04 Valve - Ball 0.50 (3.2 4 12/17/2020 09:29:48AM OoP Hazardous Waste P - 599 (DTO Truck Load Pump) Above (Discharge line) C Hazardous LL VL |Y Y
Waste

9889.05 Plug 0.50 (3.2 4.2 12/17/2020 09:30:05AM OoP Hazardous Waste P - 599 (DTO Truck Load Pump) Above (Discharge line) W Hazardous LL F Y Y
Waste

9889.06 Valve - Control [0.50 |3.2 4 12/17/2020 09:30:29AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL V0L |Y Y
Waste

9890.00 Valve - Ball 0.50 (3.2 39 12/17/2020 09:30:49AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL VL |Y Y
Waste

9890.01 Tee 0.50 (3.2 39 12/17/2020 09:31:05AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9890.02 Sensor 0.50 (3.2 38 12/17/2020 09:31:19AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL (0] Y Y
Waste

9890.03 Valve - Bleed 025 |32 38 12/17/2020 09:31:35AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL V0L |Y Y
Waste

9890.04 Valve - Bleed 0.50 (3.2 39 12/17/2020 09:31:54AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL V0L |Y Y
Waste

9890.05 Plug 0.50 (3.2 38 12/17/2020 09:32:14AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9890.06 Valve - Ball 0.50 (3.2 39 12/17/2020 09:33:05AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL V0L |Y Y
Waste

9890.07 Cap 0.50 (3.2 39 12/17/2020 09:33:20AM oP Hazardous Waste P - 599 (DTO Truck Load Pump) Above ground (Discharge line)|Hazardous LL F Y Y
Waste

9891.00 Flange 200 (17 25 12/17/2020 1:53:22AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - T C Hazardous LL F Y Y
Waste

9891.01 Flange 200 (17 25 12/17/2020 11:54:09AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - A C Hazardous LL F Y Y
Waste

9891.02 Valve - Ball 200 (17 26 12/17/2020 1:54:33AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - A C Hazardous LL V0L |Y Y
Waste

9891.03 Valve - Control [2.00 |17 26 12/17/2020 11:54:49AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - A (AO - 506) E Hazardous LL V0L |Y Y
Waste

9892.00 Flange 100 (1.7 26 12/17/2020 1:55:22AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - T C Hazardous LL F Y Y
Waste

9892.01 Flange 100 (1.7 25 12/17/2020 1:55:48AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - A C Hazardous LL F Y Y
Waste

9892.02 Valve - Ball 100 (1.7 25 12/17/2020 11:56:04AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - A S Hazardous LL VL |Y Y
Waste

9893.00 Flange 3.00 |17 25 12/17/2020 11:56:30AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform T N Hazardous LL F Y Y
Waste

9894.00 Flange 3.00 |17 25 12/17/2020 11:56:50AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform T NE Hazardous LL F Y Y
Waste
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9894.01 Valve - Ball 3.00 |17 2.7 12/17/2020 11:57:06AM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform A NE Hazardous LL VL |Y Y
Waste

9894.02 Flange 150 (1.7 2.6 12/17/2020 11:57:36AM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform A NE Hazardous LL F Y Y
Waste

9894.03 Valve - Ball 0.50 (1.7 2.5 12/17/2020 11:57:49AM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform A NE Hazardous LL VL |Y Y
Waste

9894.04 Plug 0.50 (1.7 2.5 12/17/2020 11:58:05AM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform A NE Hazardous LL F Y Y
Waste

9894.05 Thermowell 150 (1.7 2.5 12/17/2020 11:58:24AM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform A NE Hazardous LL (@] Y Y
Waste

9895.00 Flange 150 (1.7 2.6 12/17/2020 11:58:40AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Plateform A NE Hazardous LL F Y Y
Waste

9895.01 Reducer 150 (1.7 2.7 12/17/2020 11:58:59AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Plateform A NE Hazardous LL F Y Y
Waste

9895.02 Reducer 125 (17 2.7 12/17/2020 11:59:30AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Plateform A NE Hazardous LL F Y Y
Waste

9895.03 Reducer 075 (1.7 2.6 12/17/2020 11:59:48AM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Plateform A NE Hazardous LL F Y Y
Waste

9895.04 Valve - Ball 075 (1.7 2.6 12/17/2020 12:00:05PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Plateform A NE Hazardous LL V0L |Y Y
Waste

9895.05 Reducer 075 (1.7 2.7 12/17/2020 12:00:20PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Plateform A NE Hazardous LL F Y Y
Waste

9895.06 Tee 0.50 (1.7 23 12/17/2020 12:00:39PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Plateform A NE Hazardous LL F Y Y
Waste

9895.07 Reducer 0.50 (1.7 2.7 12/17/2020 12:00:55PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Plateform A NE Hazardous LL F Y Y
Waste

9895.08 Valve - Ball 038 (17 2.4 12/17/2020 12:01:12PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Plateform A NE Hazardous LL V0L |Y Y
Waste

9895.09 Plug 038 (17 2.7 12/17/2020 12:01:34PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Plateform A NE Hazardous LL F Y Y
Waste

9895.10 Sensor 0.50 (1.7 26 12/17/2020 12:01:56PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Plateform A NE Hazardous LL (0] Y Y
Waste

9896.00 Valve - Ball 100 (1.7 2.4 12/17/2020 12:02:22PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - T NE Hazardous LL V0L |Y Y
Waste

9896.01 Valve - Ball 0.50 (1.7 2.4 12/17/2020 12:02:42PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - A NE Hazardous LL V0L |Y Y
Waste

9896.02 Plug 0.50 (1.7 2.4 12/17/2020 12:03:21PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - A NE Hazardous LL F Y Y
Waste

9896.03 Flange 0.50 (1.7 26 12/17/2020 12:03:46PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - A NE Hazardous LL F Y Y
Waste

9896.04 Valve - Control [0.50 |1.7 26 12/17/2020 12:04:06PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform - A (DO - 539) NE Hazardous LL VL |Y Y
Waste

9897.00 Flange 400 (17 23 12/17/2020 12:05:24PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform T (relief line) SE Hazardous LL F Y Y
Waste

9897.01 PRD - A 200 (17 6.1 12/17/2020 12:05:43PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform A (PV - 529) SE Hazardous LL PRD |Y Y
Waste
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9898.00 Flange 3.00 |17 2.4 12/17/2020 12:06:09PM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform T SE Hazardous LL F Y Y
Waste

9898.01 Valve - Ball 3.00 |17 2.4 12/17/2020 12:06:43PM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform A SE Hazardous LL VL |Y Y
Waste

9898.02 Flange 150 (1.7 2.6 12/17/2020 12:07:28PM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform A SE Hazardous LL F Y Y
Waste

9898.03 Valve - Ball 0.50 (1.7 2.4 12/17/2020 12:07:51PM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform A SE Hazardous LL VL |Y Y
Waste

9898.04 Plug 0.50 (1.7 23 12/17/2020 12:08:37PM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform A SE Hazardous LL F Y Y
Waste

9898.05 Thermowell 150 (1.7 2.6 12/17/2020 12:09:05PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Platform A SE Hazardous LL (0] Y Y
Waste

9899.00 Valve - Ball 3.00 |17 2.6 12/17/2020 12:09:54PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom side NE Hazardous LL VL |Y Y
Waste

9899.01 Valve - Ball 0.50 (1.7 23 12/17/2020 12:10:21PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom off (top) NE Hazardous LL V0L |Y Y
Waste

9899.02 Plug 0.50 (1.7 23 12/17/2020 12:11:14PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom off (top) NE Hazardous LL F Y Y
Waste

9899.03 Valve - Ball 0.50 (1.7 2.4 12/17/2020 12:11:33PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom off (bottom) NE Hazardous LL V0L |Y Y
Waste

9899.04 Plug 0.50 (1.7 2.4 12/17/2020 12:11:51PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom off (bottom) NE Hazardous LL F Y Y
Waste

9899.05 Sensor 0.50 (1.7 23 12/17/2020 12:12:25PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom off NE Hazardous LL (0] Y Y
Waste

9900.00 Valve - Ball 3.00 |17 2.4 12/17/2020 12:14:00PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom side SE Hazardous LL V0L |Y Y
Waste

9900.01 Valve - Ball 0.50 (1.7 2.4 12/17/2020 12:14:43PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom off (top) SE Hazardous LL V0L |Y Y
Waste

9900.02 Plug 0.50 (1.7 2.4 12/17/2020 12:15:18PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom off (top) SE Hazardous LL F Y Y
Waste

9900.03 Valve - Ball 0.50 (1.7 23 12/17/2020 12:18:38PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom off (bottom) SE Hazardous LL V0L |Y Y
Waste

9900.04 Plug 0.50 (1.7 26 12/17/2020 12:19:04PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom off (bottom) SE Hazardous LL F Y Y
Waste

9900.05 Sensor 200 (17 2.4 12/17/2020 12:20:29PM oP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom off SE Hazardous LL (0] Y Y
Waste

9900.06 Manway 20.00 (1.7 2.6 12/17/2020 12:23:59PM OP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom S Hazardous LL (6] Y Y
Waste

9933.00 Valve - Ball 100 |2 35 12/07/2020 11:57:26AM OP  [Train 4 Recycle P - 556 (Utility Pump) Above Ground Hazardous Was|Hazardous LL VL |Y Y
Waste

9933.01 Reducer 075 |2 35 12/07/2020 11:58:04AM OP  [Train 4 Recycle P - 556 (Utility Pump) Above Ground Hazardous Was|Hazardous LL F Y Y
Waste

9933.02 Tube Fitting 050 |2 35 12/07/2020 11:58:24AM OP  [Train 4 Recycle P - 556 (Utility Pump) Above Ground Hazardous Was|Hazardous LL F Y Y
Waste

9963.00 Wilden Pump 2.00 (0.9 14 12/21/2020 01:09:04PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Above Ground center Hazardous LL o |y Y
Waste
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9963.01 Camlock Fitting {2.00 [0.9 14 12/21/2020 01:09:19PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Ground Level suction W Hazardous LL o |y Y
Waste

9964.00 Union 2.00 (0.9 13 12/21/2020 01:09:51PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Above Ground discharge W |Hazardous LL F Y Y
Waste

9964.01 Tee 2.00 (0.9 13 12/21/2020 01:10:25PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Above Ground discharge W |Hazardous LL F Y Y
Waste

9964.02 Reducer 2.00 (0.9 13 12/21/2020 01:10:48PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Above Ground discharge W |Hazardous LL F Y Y
Waste

9964.03 Street L 0.75 (0.9 13 12/21/2020 01:11:07PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Above Ground discharge W |Hazardous LL F Y Y
Waste

9964.04 Valve - Ball 0.75 (0.9 13 12/21/2020 01:11:22PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Above Ground discharge SW |Hazardous LLvL |Y Y
Waste

9964.05 90 Degree 0.75 (0.9 13 12/21/2020 01:11:43PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Above Ground discharge SW |Hazardous LL F Y Y
Waste

9964.06 Cap 0.75 (0.9 12 12/21/2020 01:12:02PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Above Ground discharge SW |Hazardous LL F Y Y
Waste

9964.07 Valve - Ball 2.00 (0.9 13 12/21/2020 01:12:23PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Above Ground discharge W |Hazardous LLvL Y Y
Waste

9964.08 90 Degree 2.00 (0.9 12 12/21/2020 01:14:43PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Above Ground discharge W |Hazardous LL F Y Y
Waste

9964.09 Flange 2.00 (0.9 12 12/21/2020 01:15:03PM NP DTO & Styrene Truck Loading  |P - 01 (Tote Unloading Drain Pump) Above Ground discharge SW |Hazardous LL F Y Y
Waste

10231.00 Pig Trap Door 400 (25 3.7 12/17/2020 09:38:25AM OP Hazardous Waste T - 307 (Spent Tars Tank) Top C Hazardous LL F Y Y
Waste

10231.01 Flange 400 (25 3.7 12/17/2020 09:38:46AM OP Hazardous Waste T - 307 (Spent Tars Tank) Top C Hazardous LL F Y Y
Waste

10232.00 Flange 200 (25 3.9 12/17/2020 09:39:18AM OP Hazardous Waste T - 307 (Spent Tars Tank) Top C Hazardous LL F Y Y
Waste

10232.01 PVRV 200 (25 5.1 12/17/2020 09:39:37AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above C Hazardous LL (6] Y Y
Waste

10232.02 Reducer 0.75 |2.5 37 12/17/2020 09:39:49AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above CS Hazardous LL F Y Y
Waste

10232.03 Valve - Needle [0.50 |25 37 12/17/2020 09:40:00AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above CS Hazardous LL V0L |Y Y
Waste

10232.04 Plug 0.50 2.5 37 12/17/2020 09:40:13AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above CS Hazardous LL F Y Y
Waste

10232.05 Gauge 0.50 (25 37 12/17/2020 09:40:33AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above CS Hazardous LL (6] Y Y
Waste

10232.06 Valve - Needle [0.50 |25 38 12/17/2020 09:41:02AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above CS Hazardous LL V0L |Y Y
Waste

10232.07 Tube Fitting 038 |25 134 |12/17/2020 09:42:02AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above CS Hazardous LL F Y Y
Waste

10233.00 Tee 038 (25 39 12/17/2020 09:42:32AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10233.01 Tube Fitting 038 |25 38 12/17/2020 09:42:51AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above Center S Hazardous LL F Y Y
Waste
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10233.02 Meter 038 |25 3.7 12/17/2020 09:43:08AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above Center S Hazardous LL (@] Y Y
Waste

10233.03 Valve - Bleed 025 |25 3.7 12/17/2020 09:43:27AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL VL |Y Y
Waste

10234.00 Valve - Ball 100 |25 36 12/17/2020 09:43:56AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL VL |Y Y
Waste

10234.01 Flange 100 |25 3.7 12/17/2020 09:44:13AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10235.00 Collar 0.50 2.5 36 12/17/2020 09:44:42AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10235.01 Valve - Needle [0.50 |2.5 33 12/17/2020 09:45:07AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL V0L |Y Y
Waste

10235.02 Gauge 0.50 2.5 34 12/17/2020 09:45:18AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL (0] Y Y
Waste

10235.03 Plug 0.50 2.5 34 12/17/2020 09:45:31AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10235.04 Valve - Needle [0.50 |2.5 35 12/17/2020 09:45:44AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL VL |Y Y
Waste

10235.05 Plug 0.50 2.5 36 12/17/2020 09:45:55AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10235.06 Valve - Ball 100 |25 35 12/17/2020 09:46:18AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL V0L |Y Y
Waste

10235.07 Flange 100 |25 35 12/17/2020 09:46:31AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10235.08 Valve - Regulator|1.00 [2.5 35 12/17/2020 09:47:03AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL V0L |Y Y
Waste

10236.00 Reducer 0.75 |2.5 34 12/17/2020 09:47:17AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10236.01 Tee 0.75 (25 33 12/17/2020 09:47:30AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10236.02 Reducer 0.75 |2.5 34 12/17/2020 09:47:46AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10236.03 45 Degree 0.50 (25 34 12/17/2020 09:48:00AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10236.04 90 Degree 0.50 (25 33 12/17/2020 09:48:12AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10236.05 Valve - Ball 0.50 2.5 35 12/17/2020 09:48:29AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL V0L |Y Y
Waste

10236.06 Tube Fitting 038 |25 36 12/17/2020 09:48:44AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10236.07 Reducer 0.75 |2.5 34 12/17/2020 09:49:00AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10236.08 Tube Fitting 038 |25 35 12/17/2020 09:49:18AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10237.00 Tube Fitting 038 |25 34 12/17/2020 09:49:33AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste
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10237.01 Reducer 038 |25 33 12/17/2020 09:49:48AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10237.02 4 Way 025 |25 32 12/17/2020 09:50:03AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10237.03 Plug 025 |25 32 12/17/2020 09:50:177AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10237.04 Tube Fitting 038 |25 34 12/17/2020 09:50:35AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10238.00 Reducer 0.50 2.5 34 12/17/2020 09:50:49AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10238.01 Tube Fitting 038 |25 32 12/17/2020 09:51:04AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10238.02 Tube Fitting 038 |25 31 12/17/2020 09:51:15AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10238.03 Reducer 0.50 2.5 31 12/17/2020 09:51:28AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10239.00 Tube Fitting 038 |25 35 12/17/2020 09:51:55AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10239.01 Tube Fitting 038 |25 32 12/17/2020 09:52:06AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10239.02 Valve - Regulator|0.25 2.5 31 12/17/2020 09:52:26AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL V0L |Y Y
Waste

10239.03 Tee 025 (25 3.2 12/17/2020 09:52:40AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10239.04 Plug 0.50 2.5 29 12/17/2020 09:52:54AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10239.05 Plug 0.75 |2.5 35 12/17/2020 09:53:07AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10239.06 Valve - Regulator|0.75 |2.5 33 12/17/2020 10:01:39AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL V0L |Y Y
Waste

10239.07 Reducer 0.75 |2.5 32 12/17/2020 10:01:50AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10239.08 Tube Fitting 038 |25 33 12/17/2020 10:07:41AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10241.00 90 Degree 1.00 2.5 33 12/17/2020 10:07:53AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10241.01 45 Degree 1.00 2.5 33 12/17/2020 10:08:04AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above center S Hazardous LL F Y Y
Waste

10241.02 Union 1.00 2.5 33 12/17/2020 10:08:177AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above center SW Hazardous LL F Y Y
Waste

10242.00 45 Degree 1.00 2.5 32 12/17/2020 10:09:48AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above center SW Hazardous LL F Y Y
Waste

10242.01 Tee 1.00 2.5 32 12/17/2020 10:10:05AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above center SW Hazardous LL F Y Y
Waste

10242.02 Union 1.00 2.5 33 12/17/2020 10:10:34AM OP Hazardous Waste T - 307 (Spent Tars Tank) Above center SW Hazardous LL F Y Y
Waste
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10242.03 90 Degree 100 |25 3.1 12/17/2020 10:10:47AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center SW Hazardous LL F Y Y
Waste

10242.04 Valve - Ball 100 |25 32 12/17/2020 10:11:1MAM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center SW Hazardous LL VL |Y Y
Waste

10242.05 Union 100 |25 33 12/17/2020 10:11:33AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center SW Hazardous LL F Y Y
Waste

10242.06 Reducer 150 |2.5 32 12/17/2020 10:11:56AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Above center SW Hazardous LL F Y Y
Waste

10243.00 Flange 400 (25 33 12/17/2020 10:12:18AM OopP Hazardous Waste T - 307 (Spent Tars Tank) Top C Hazardous LL F Y Y
Waste

10243.01 Level Controller |1.00 |[2.5 33 12/17/2020 10:12:47AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above C Hazardous LL (0] Y Y
Waste

10243.02 Manway 20.00 (2.5 32 12/17/2020 10:13:31AM OopP Hazardous Waste T - 307 (Spent Tars Tank) Top C Hazardous LL o |y Y
Waste

10244.00 Valve - Gate 200 |25 32 12/17/2020 10:13:52AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above inlet NW Hazardous LL V0L |Y Y
Waste

10244.01 Valve - Control [2.00 |25 31 12/17/2020 10:14:15AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above inlet (DO - 529) NW Hazardous LL VL |Y Y
Waste

10244.02 Valve - Gate 200 |25 32 12/17/2020 10:15:08AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above inlet NW Hazardous LL V0L |Y Y
Waste

10245.00 Flange 0.75 |2.5 32 12/17/2020 10:16:00AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above inlet S Hazardous LL F Y Y
Waste

10245.01 Valve - Gate 0.75 |2.5 33 12/17/2020 10:16:22AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above inlet SW Hazardous LL V0L |Y Y
Waste

10245.02 Valve - Gate 0.75 |2.5 33 12/17/2020 10:16:41AM oP Hazardous Waste T - 307 (Spent Tars Tank) Above inlet SW Hazardous LL V0L |Y Y
Waste

10246.00 Valve - Gate 150 |2.5 31 12/17/2020 10:17:36AM oP Hazardous Waste T - 307 (Spent Tars Tank) Top side E Hazardous LL V0L |Y Y
Waste

10246.01 Valve - Ball 025 |25 32 12/17/2020 10:19:31AM oP Hazardous Waste T - 307 (Spent Tars Tank) Top side off E Hazardous LL V0L |Y Y
Waste

10246.02 Reducer 0.50 2.5 32 12/17/2020 10:19:56AM oP Hazardous Waste T - 307 (Spent Tars Tank) Top side off E Hazardous LL F Y Y
Waste

10246.03 Tee 0.50 2.5 32 12/17/2020 10:20:42AM oP Hazardous Waste T - 307 (Spent Tars Tank) Top side off E Hazardous LL F Y Y
Waste

10246.04 Valve - Ball 0.50 2.5 32 12/17/2020 10:20:59AM oP Hazardous Waste T - 307 (Spent Tars Tank) Top side off E Hazardous LL V0L |Y Y
Waste

10246.05 Tube Fitting 0.50 (2.5 31 12/17/2020 10:21:16AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Top side off E Hazardous LL F Y Y
Waste

10246.06 Valve - Ball 0.50 2.5 32 12/17/2020 10:21:31AM oP Hazardous Waste T - 307 (Spent Tars Tank) Top side off E Hazardous LL V0L |Y Y
Waste

10246.07 Plug 0.50 (2.5 2.9 12/17/2020 10:21:49AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Top side off E Hazardous LL F Y Y
Waste

10246.08 Flange 150 (25 2.9 12/17/2020 10:22:09AM OP Hazardous Waste T - 307 (Spent Tars Tank) Top side off E Hazardous LL F Y Y
Waste

10246.09 Sensor 150 |2.5 29 12/17/2020 10:22:28AM oP Hazardous Waste T - 307 (Spent Tars Tank) Top side off E Hazardous LL (0] Y Y
Waste
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10247.00 Manway 20.00 (2.5 32 12/17/2020 10:23:42AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Middle W Hazardous LL (@] Y Y
Waste

10248.00 Thermowell 150 |2.5 29 12/17/2020 10:24:04AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Bottom N Hazardous LL (@] Y Y
Waste

10249.00 Valve - Gate 150 |2.5 29 12/17/2020 10:24:25AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Bottom E Hazardous LL VL |Y Y
Waste

10249.01 Valve - Ball 025 |25 29 12/17/2020 10:24:42AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Bottom off E Hazardous LL VL |Y Y
Waste

10249.02 Tube Fitting 025 |25 29 12/17/2020 10:24:58AM OoP Hazardous Waste T - 307 (Spent Tars Tank) Bottom off (top) E Hazardous LL F Y Y
Waste

10249.03 Valve - Ball 025 |25 29 12/17/2020 10:25:14AM oP Hazardous Waste T - 307 (Spent Tars Tank) Bottom off (top) E Hazardous LL V0L |Y Y
Waste

10249.04 Plug 125 |25 2.8 12/17/2020 10:25:30AM oP Hazardous Waste T - 307 (Spent Tars Tank) Bottom off (bottom) E Hazardous LL F Y Y
Waste

10249.05 Flange 150 |2.5 29 12/17/2020 10:26:09AM oP Hazardous Waste T - 307 (Spent Tars Tank) Bottom off (bottom) E Hazardous LL F Y Y
Waste

10249.06 Sensor 150 |2.5 29 12/17/2020 10:26:33AM oP Hazardous Waste T - 307 (Spent Tars Tank) Bottom off (bottom) E Hazardous LL (0] Y Y
Waste

10250.00 Valve - Gate 4.00 2.5 29 12/17/2020 10:27:22AM oP Hazardous Waste T - 307 (Spent Tars Tank) Bottom E Hazardous LL V0L |Y Y
Waste

10250.01 Nipple 0.50 2.5 2.8 12/17/2020 10:27:46AM oP Hazardous Waste T - 307 (Spent Tars Tank) Below (top) E Hazardous LL F Y Y
Waste

10250.02 Valve - Ball 0.50 (2.5 2.7 12/17/2020 10:28:34AM oP Hazardous Waste T - 307 (Spent Tars Tank) Below (top) E Hazardous LL V0L |Y Y
Waste

10250.03 Plug 0.50 2.5 26 12/17/2020 10:29:02AM oP Hazardous Waste T - 307 (Spent Tars Tank) Below (top) E Hazardous LL F Y Y
Waste

10250.04 Nipple 0.50 2.5 2.7 12/17/2020 10:29:16AM oP Hazardous Waste T - 307 (Spent Tars Tank) Below (bottom) E Hazardous LL F Y Y
Waste

10250.05 Valve - Ball 0.50 2.5 2.7 12/17/2020 10:29:36AM oP Hazardous Waste T - 307 (Spent Tars Tank) Below (bottom) E Hazardous LL V0L |Y Y
Waste

10250.06 Plug 0.50 2.5 29 12/17/2020 10:29:50AM oP Hazardous Waste T - 307 (Spent Tars Tank) Below (bottom) E Hazardous LL F Y Y
Waste

10250.07 Camlock Fitting {3.00 2.5 56 12/17/2020 10:30:06AM oP Hazardous Waste T - 307 (Spent Tars Tank) Below E Hazardous LL (0] Y Y
Waste

10251.00 Valve - Gate 200 (25 2.7 12/17/2020 11:22:49AM OP Hazardous Waste T - 307 (Spent Tars Tank) Bottom E Hazardous LL VL |Y Y
Waste

10252.00 Valve - Fisher Cor{2.00 |25 4.2 12/17/2020 11:23:10AM oP Hazardous Waste T - 307 (Spent Tars Tank) Bottom W Hazardous LL V0L |Y Y
Waste

10252.01 Reducer 200 |25 26 12/17/2020 1:23:34AM oP Hazardous Waste T - 307 (Spent Tars Tank) Below W Hazardous LL F Y Y
Waste

10252.02 Cap 025 (25 2.7 12/17/2020 11:23:50AM OP Hazardous Waste T - 307 (Spent Tars Tank) Below W Hazardous LL F Y Y
Waste

10253.00 Valve - Gate 200 |25 2.8 12/17/2020 1M:24:17AM oP Hazardous Waste T - 307 (Spent Tars Tank) Bottom outlet W Hazardous LL V0L |Y Y
Waste

10253.01 Valve - Control  [2.00 |25 2.8 12/17/2020 1:24:33AM oP Hazardous Waste T - 307 (Spent Tars Tank) Below outlet W Hazardous LL V0L |Y Y
Waste
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10326.00 Thermowell 075 (1.7 2.4 12/17/2020 12:24:31PM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom S Hazardous LL (@] Y Y
Waste

10327.00 Flange 200 (17 23 12/17/2020 12:25:22PM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Bottom W Hazardous LL F Y Y
Waste

10327.01 Flange 200 (17 23 12/17/2020 12:29:31PM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Below center E Hazardous LL F Y Y
Waste

10327.02 Flange 100 (17 23 12/17/2020 12:30:23PM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Below E Hazardous LL F Y Y
Waste

10327.03 Valve - Ball 100 (17 2.6 12/17/2020 12:30:46PM OoP Hazardous Waste T - 599 (Hazardous Waste DTO Tank) Below SE Hazardous LL VL |Y Y
Waste

10505.00 Valve - Ball 150 |1 7.2 12/10/2020 01:29:38PM NP Train 5 Level 2 R - 503 - 2 (Stage 3 Reactor) Above ground tars line E Hazardous LL V0L |Y Y
Waste

10506.00 Valve - Gate 075 |1 5.8 12/10/2020 01:29:54PM NP Train 5 Level 2 R - 503 - 2 (Stage 3 Reactor) Above ground tars line E Hazardous LL VL |Y Y
Waste

10506.01 Plug 075 |1 5.8 12/10/2020 01:30:30PM NP Train 5 Level 2 R - 503 - 2 (Stage 3 Reactor) Above ground tars line E Hazardous LL F Y Y
Waste

10507.00 Valve - Ball 150 |1 54 12/10/2020 01:31:01PM NP Train 5 Level 2 R - 503 - 2 (Stage 3 Reactor) Above ground tars line E Hazardous LL VL |Y Y
Waste

10508.00 Valve - Gate 075 |1 53 12/10/2020 01:31:20PM NP Train 5 Level 2 R - 503 - 2 (Stage 3 Reactor) Above ground tars line E Hazardous LL V0L |Y Y
Waste

10508.01 Plug 075 |1 49 12/10/2020 01:31:54PM NP Train 5 Level 2 R - 503 - 2 (Stage 3 Reactor) Above ground tars line E Hazardous LL F Y Y
Waste

10509.00 Valve - Ball 200 |1 4.5 12/10/2020 01:32:17PM NP Train 5 Level 2 R - 503 - 2 (Stage 3 Reactor) Above ground tars line E Hazardous LL V0L |Y Y
Waste

10509.01 Valve - Check 200 |1 43 12/10/2020 01:32:40PM NP Train 5 Level 2 R - 503 - 2 (Stage 3 Reactor) Above ground tars line E Hazardous LL (0] Y Y
Waste

10603.00 Pump 10.00 (1.6 2.3 12/10/2020 10:21:36AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground center Hazardous LL P Y Y
Waste

10604.00 Valve - Bellows [0.75 |1.6 2.4 12/10/2020 10:22:03AM oP Train 5 Level 1 P - 523 (Tars Pump) Ground level discharge SE Hazardous LL V0L |Y Y
Waste

10604.01 Plug 075 |16 24 12/10/2020 10:22:25AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Ground level discharge SE Hazardous LL F Y Y
Waste

10604.02 Valve - Ball 2.00 |16 24 12/10/2020 10:22:42AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge SE  |Hazardous LL VL |Y Y
Waste

10605.00 Valve - Ball 100 [1.6 24 12/10/2020 10:23:00AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge S Hazardous LL VL |Y Y
Waste

10605.01 90 Degree 100 [1.6 24 12/10/2020 10:23:18AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge S Hazardous LL F Y Y
Waste

10605.02 Reducer 150 [1.6 24 12/10/2020 10:23:33AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge S Hazardous LL F Y Y
Waste

10605.03 Blind Flange 150 [1.6 24 12/10/2020 10:23:55AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge S Hazardous LL F Y Y
Waste

10605.04 Valve - Control  {2.00 [1.6 5.2 12/10/2020 10:24:31AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge S Hazardous LLvL |Y Y
Waste

10605.05 Valve 2.00 |16 23 12/10/2020 10:24:52AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge S Hazardous LLvL |Y Y
Waste
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10606.00 Meter 2.00 [1.6 2.4 12/10/2020 10:25:15AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge SW |Hazardous LL o |y Y
Waste

10606.01 Valve - Needle |0.50 [1.6 2.3 12/10/2020 10:25:28AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge SW |Hazardous LLvL Y Y
Waste

10606.02 Plug 0.50 1.6 2.3 12/10/2020 10:25:42AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge SW |Hazardous LL F Y Y
Waste

10606.03 Valve 2.00 |16 2.3 12/10/2020 10:25:57AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge SW |Hazardous LLvL Y Y
Waste

10607.00 Valve 100 [1.6 2.3 12/10/2020 10:26:15AM OP  [Train 5 Level 1 P - 523 (Tars Pump) Above ground discharge SW |Hazardous LLvL Y Y
Waste

10608.00 Valve 200 (16 2.6 12/10/2020 10:26:40AM oP Train 5 Level 1 P - 523 (Tars Pump) Overhead discharge SW Hazardous LL V0L |Y Y
Waste

10608.01 Valve 200 (16 2.4 12/10/2020 10:27:05AM oP Train 5 Level 1 P - 523 (Tars Pump) Overhead discharge SW Hazardous LL VL |Y Y
Waste

10609.00 Flange 200 (13 4.2 12/10/2020 10:00:36AM NP Train 5 Level 1 T - 569 (Tars Tank) Top NE Hazardous LL F Y Y
Waste

10609.01 Valve - Ball 200 (13 4.2 12/10/2020 10:01:10AM NP Train 5 Level 1 T - 569 (Tars Tank) Above NE Hazardous LL VL |Y Y
Waste

10609.02 Valve - Ball 200 (13 4.6 12/10/2020 10:01:25AM NP Train 5 Level 1 T - 569 (Tars Tank) Above NE Hazardous LL V0L |Y Y
Waste

10609.03 Valve - Bellows [0.75 |1.3 4.7 12/10/2020 10:02:18AM NP Train 5 Level 1 T - 569 (Tars Tank) Top off NE Hazardous LL V0L |Y Y
Waste

10609.04 Plug 075 (13 43 12/10/2020 10:02:34AM NP Train 5 Level 1 T - 569 (Tars Tank) Top off NE Hazardous LL F Y Y
Waste

10610.00 Valve - Gate 100 (13 43 12/10/2020 10:02:55AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground NW Hazardous LL V0L |Y Y
Waste

10610.01 Valve - Check 100 (13 4.5 12/10/2020 10:03:12AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground NW Hazardous LL (0] Y Y
Waste

10610.02 Flange 075 (13 43 12/10/2020 10:03:40AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground NW Hazardous LL F Y Y
Waste

10610.03 Valve - Needle [0.75 |13 4.6 12/10/2020 10:04:01AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground NW Hazardous LL V0L |Y Y
Waste

10610.04 Blind Flange 100 (13 43 12/10/2020 10:04:31AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground NW Hazardous LL F Y Y
Waste

10610.05 Valve - Ball 100 (13 43 12/10/2020 10:04:51AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground NW Hazardous LL V0L |Y Y
Waste

10610.06 Valve - Check 100 (13 4.5 12/10/2020 10:05: 1AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground NW Hazardous LL (0] Y Y
Waste

10611.00 Flange 6.00 |13 4.8 12/10/2020 10:05:34AM NP Train 5 Level 1 T - 569 (Tars Tank) Top E Hazardous LL F Y Y
Waste

10611.01 Flange 2 13 4.6 12/10/2020 10:05:51AM NP Train 5 Level 1 T - 569 (Tars Tank) Above E Hazardous LL F Y Y
Waste

10611.02 Threadolet 0.5 13 43 12/10/2020 10:06:25AM NP Train 5 Level 1 T - 569 (Tars Tank) Above E Hazardous LL F Y Y
Waste

10611.03 Valve - Ball 0.50 (13 43 12/10/2020 10:07:59AM NP Train 5 Level 1 T - 569 (Tars Tank) Above E Hazardous LL V0L |Y Y
Waste
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10611.04 Tube Fitting 025 (13 4.7 12/10/2020 10:08:27AM NP Train 5 Level 1 T - 569 (Tars Tank) Above E Hazardous LL F Y Y
Waste

10611.05 Union 025 (13 4.5 12/10/2020 10:08:51AM NP Train 5 Level 1 T - 569 (Tars Tank) Above E Hazardous LL F Y Y
Waste

10611.06 Union 025 (13 4.6 12/10/2020 10:09:18AM NP Train 5 Level 1 T - 569 (Tars Tank) Top off SE Hazardous LL F Y Y
Waste

10611.07 Threadolet 0.50 (1.3 4.3 12/10/2020 10:09:40AM NP Train 5 Level 1 T - 569 (Tars Tank) Above E Hazardous LL F Y Y
Waste

10611.08 Valve - Ball 0.50 (1.3 4.2 12/10/2020 10:10:05AM NP Train 5 Level 1 T - 569 (Tars Tank) Above E Hazardous LL VL |Y Y
Waste

10611.09 Plug 0.50 (13 4.5 12/10/2020 10:10:30AM NP Train 5 Level 1 T - 569 (Tars Tank) Above E Hazardous LL F Y Y
Waste

10611.10 PRD - C 200 (13 4.2 12/10/2020 10:10:52AM NP Train 5 Level 1 T - 569 (Tars Tank) Above E Hazardous LL F Y Y
Waste

10612.00 Tube Fitting 025 (13 4.2 12/10/2020 10:11:16AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SE Hazardous LL F Y Y
Waste

10612.01 Tee 025 (13 4.5 12/10/2020 10:11:42AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SE Hazardous LL F Y Y
Waste

10612.02 Valve - Ball 025 (13 4.2 12/10/2020 10:12:01AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SE Hazardous LL V0L |Y Y
Waste

10612.03 Plug 025 (13 4.5 12/10/2020 10:12:24AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SE Hazardous LL F Y Y
Waste

10612.04 Meter 025 (13 43 12/10/2020 10:12:41AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SE Hazardous LL (0] Y Y
Waste

10613.00 Flange 3.00 |13 43 12/10/2020 10:13:13AM NP Train 5 Level 1 T - 569 (Tars Tank) Top S Hazardous LL F Y Y
Waste

10613.01 Valve - Ball 3.00 |13 4.6 12/10/2020 10:13:39AM NP Train 5 Level 1 T - 569 (Tars Tank) Above SE Hazardous LL V0L |Y Y
Waste

10613.02 Valve - Needle [0.50 |1.3 4.5 12/10/2020 10:14:02AM NP Train 5 Level 1 T - 569 (Tars Tank) Above SE Hazardous LL V0L |Y Y
Waste

10613.03 Plug 0.50 (13 43 12/10/2020 10:14:28AM NP Train 5 Level 1 T - 569 (Tars Tank) Above SE Hazardous LL F Y Y
Waste

10613.04 Meter 3.00 |13 4.2 12/10/2020 10:14:54AM NP Train 5 Level 1 T - 569 (Tars Tank) Above SE Hazardous LL (6] Y Y
Waste

10614.00 Flange 3.00 |13 4.2 12/10/2020 10:15:29AM NP Train 5 Level 1 T - 569 (Tars Tank) Top SW Hazardous LL F Y Y
Waste

10614.01 Valve - Ball 3.00 |13 43 12/10/2020 10:15:50AM NP Train 5 Level 1 T - 569 (Tars Tank) Above SW Hazardous LL V0L |Y Y
Waste

10614.02 Valve - Needle [0.50 |1.3 4.2 12/10/2020 10:16:16AM NP Train 5 Level 1 T - 569 (Tars Tank) Above SW Hazardous LL V0L |Y Y
Waste

10614.03 Plug 0.50 (13 4.2 12/10/2020 10:16:53AM NP Train 5 Level 1 T - 569 (Tars Tank) Above SW Hazardous LL F Y Y
Waste

10614.04 Meter 3.00 |13 4.2 12/10/2020 10:17:19AM NP Train 5 Level 1 T - 569 (Tars Tank) Above SW Hazardous LL (6] Y Y
Waste

10615.00 Valve - Ball 200 (13 4.2 12/10/2020 10:18:08AM NP Train 5 Level 1 T - 569 (Tars Tank) Top NW Hazardous LL V0L |Y Y
Waste
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10615.01 Valve - Needle [0.75 |1.3 4.3 12/10/2020 10:18:34AM NP Train 5 Level 1 T - 569 (Tars Tank) Top off NW Hazardous LL VL |Y Y
Waste

10615.02 Cap 0.50 (1.3 4.6 12/10/2020 10:19:10AM NP Train 5 Level 1 T - 569 (Tars Tank) Top off NW Hazardous LL F Y Y
Waste

10615.03 Gauge 0.50 (1.3 4.2 12/10/2020 10:19:53AM NP Train 5 Level 1 T - 569 (Tars Tank) Top off NW Hazardous LL (@] Y Y
Waste

10616.00 Manway 18.00 (1.3 4.2 12/10/2020 10:20:34AM NP Train 5 Level 1 T - 569 (Tars Tank) Middle N Hazardous LL (@] Y Y
Waste

10617.00 Valve - Control [4.00 |13 4.2 12/10/2020 10:21:19AM NP Train 5 Level 1 T - 569 (Tars Tank) Middle E Hazardous LL VL |Y Y
Waste

10618.00 Flange 200 (13 4.1 12/10/2020 10:23:23AM NP Train 5 Level 1 T - 569 (Tars Tank) Bottom center Hazardous LL F Y Y
Waste

10619.00 Valve - Control [2.00 |13 4.2 12/10/2020 10:24:01AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground W Hazardous LL VL |Y Y
Waste

10619.01 Valve - Bellows [0.75 |1.3 43 12/10/2020 10:24:26AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground W Hazardous LL V0L |Y Y
Waste

10619.02 Plug 075 (13 4.2 12/10/2020 10:25:03AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground W Hazardous LL F Y Y
Waste

10620.00 Valve - Ball 200 (13 43 12/10/2020 10:25:21AM NP Train 5 Level 1 T - 569 (Tars Tank) Bottom N Hazardous LL V0L |Y Y
Waste

10620.01 Valve - Bellows [0.75 |1.3 4.2 12/10/2020 10:25:45AM NP Train 5 Level 1 T - 569 (Tars Tank) Below N Hazardous LL V0L |Y Y
Waste

10620.02 Plug 075 (13 4.2 12/10/2020 10:26:14AM NP Train 5 Level 1 T - 569 (Tars Tank) Below N Hazardous LL F Y Y
Waste

10620.03 Valve - Ball 3.00 |13 4.2 12/10/2020 10:26:47AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL V0L |Y Y
Waste

10621.00 Valve - Ball 100 (13 4.5 12/10/2020 10:28:37AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL V0L |Y Y
Waste

10621.01 Valve - Needle [0.75 |13 215 |12/10/2020 11:54:30AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL V0L |Y Y
Waste

10621.02 Valve - Needle [0.50 |1.3 217 |12/10/2020 11:55:04AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL V0L |Y Y
Waste

10621.03 Plug 0.50 (13 20.8 |12/10/2020 1:55:23AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL F Y Y
Waste

10621.04 Valve - Ball 3.00 |13 20.7 |12/10/2020 1:55:47AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL V0L |Y Y
Waste

10622.00 Valve - Needle [0.75 |13 20.6 |12/10/2020 1:56:04AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL V0L |Y Y
Waste

10622.01 Tube Fitting 038 (13 20.5 |12/10/2020 1:56:22AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL F Y Y
Waste

10622.02 Tube Fitting 038 (13 204 |12/10/2020 1:56:42AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL F Y Y
Waste

10622.03 Meter 025 (13 201 12/10/2020 11:57:05AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL (0] Y Y
Waste

10622.04 Valve - Needle [0.75 |13 201 12/10/2020 1:57:24AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL V0L |Y Y
Waste
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Data At Every Point

TAG NO. PART SIZE BKGD PPM DATE TIME INSP |AREA SUBAREA LOCATION STREAM L/G | CAT | (b)(b) | MACT | IA us

10622.05 Valve - Needle [0.50 |1.3 20 12/10/2020 1:57:46AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL VL |Y Y
Waste

10622.06 Plug 0.50 (1.3 201 12/10/2020 11:58:17AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL F Y Y
Waste

10622.07 Gauge 0.50 (1.3 19.9 |12/10/2020 11:58:40AM NP Train 5 Level 1 T - 569 (Tars Tank) Above ground SW Hazardous LL (@] Y Y
Waste

10623.00 Thermowell 200 (13 19.8  |12/10/2020 11:59:14AM NP Train 5 Level 1 T - 569 (Tars Tank) Bottom SE Hazardous LL (@] Y Y
Waste

10624.00 Flange 3.00 |13 19.8  |12/10/2020 11:59:22AM NP Train 5 Level 1 T - 569 (Tars Tank) Bottom S Hazardous LL F Y Y
Waste

10624.01 Valve - Ball 3.00 |13 19.7  |12/10/2020 11:59:53AM NP Train 5 Level 1 T - 569 (Tars Tank) Below S Hazardous LL V0L |Y Y
Waste

10624.02 Meter 3.00 |13 19.5  |12/10/2020 12:00:18PM NP Train 5 Level 1 T - 569 (Tars Tank) Below S Hazardous LL (0] Y Y
Waste

10624.03 Valve - Needle [0.75 |13 19.4  |12/10/2020 12:00:34PM NP Train 5 Level 1 T - 569 (Tars Tank) Below S Hazardous LL V0L |Y Y
Waste

10624.04 Plug 075 (13 19.3  |12/10/2020 12:01:05PM NP Train 5 Level 1 T - 569 (Tars Tank) Below S Hazardous LL F Y Y
Waste

10626.00 Flange 3.00 |13 19.2  |12/10/2020 12:01:26PM NP Train 5 Level 1 T - 569 (Tars Tank) Bottom SW Hazardous LL F Y Y
Waste

10626.01 Valve - Ball 3.00 |13 19 12/10/2020 12:02:05PM NP Train 5 Level 1 T - 569 (Tars Tank) Below SW Hazardous LL V0L |Y Y
Waste

10626.02 Meter 3.00 |13 18.8 |12/10/2020 12:02:23PM NP Train 5 Level 1 T - 569 (Tars Tank) Below SW Hazardous LL (0] Y Y
Waste

10626.03 Valve - Needle [0.75 |13 18.8 |12/10/2020 12:02:44PM NP Train 5 Level 1 T - 569 (Tars Tank) Below SW Hazardous LL V0L |Y Y
Waste

10626.04 Plug 075 (13 18.8 |12/10/2020 12:03:09PM NP Train 5 Level 1 T - 569 (Tars Tank) Below SW Hazardous LL F Y Y
Waste

10627.00 Valve - Control [6.00 |1.3 4.2 12/10/2020 10:21:44AM NP Train 5 Level 1 T - 569 (Tars Tank) Overhead (bottom of H-560) N\ Hazardous LL V0L |Y Y
Waste

10627.01 Valve - Ball 075 (13 4.2 12/10/2020 10:22:14AM NP Train 5 Level 1 T - 569 (Tars Tank) Overhead (bottom of H-560) N\ Hazardous LL V0L |Y Y
Waste

10627.02 Plug 075 (13 4.2 12/10/2020 10:22:36AM NP Train 5 Level 1 T - 569 (Tars Tank) Overhead (bottom of H-560) N|Hazardous LL F Y Y
Waste

10627.03 Flange 8.00 (13 43 12/10/2020 10:23:00AM NP Train 5 Level 1 T - 569 (Tars Tank) Overhead (bottom of H-560) N|Hazardous LL F Y Y
Waste
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